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USO1-WSTERDE:ETO_CatBedOutlet?24HAvgTempF [BestFit- 00 02:43:09.646]
Tag Name Description Mumber Server Color  Units Minimum ~ Maximum 10 Address Time Offset  Source Tag Source Server Value at X1 Value at X2
[L] ETO_CatBedOutlet TempF CAT Bed Outlet Temperature (°F) 1 Usot-w... F 0 500 “\\bbmuslD\DASABCIPIETO_15ec!N27:420 0:00:00.000 336 336
Ll ETO_CatBedOutlet THAvg TempF CAT Bed Outlet 1 Hour Avg Temp (°F) 2 Uso1-w.. F o 500 “bbmuslD\DASABCIPIETO_15ec!N27:650 0:00:00.000 336 336
[£] ETO_CatBedOutlet 3HAvg TempF CAT Bed Outlet 3 Hour Avg Temp (F) 3 Usot-w... F 0 500 “\\bbmuslD\DASABCIPIETO_15ec!N27:670 0:00:00.000 336 336
[#] ETO_CatBedOutlet24HAvg TempF CAT Bed Outlet 24 Hour Avg Temp {*F) 4 Us01-w... F o 500 “bbmuslNDASABCIPIETO_15ec!N27:710 0:00:00.000 335 335
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